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Purpose

This document outlines the permitting procedures to be followed when any type of impairment is made to a fire protection system at SUNY Oneonta.

Overall Guidelines

Permits may only be issued by personnel in the Facilities and Maintenance departments.

Permit requests must be submitted 24 hours in advance for all scheduled work.

Tags must be posted at the scene of the impairment.

A log will be maintained at MOC.

Contractors must work through the College, SUCF or DASNY site rep.  

Procedures

Masking of Single Smoke Detectors:
Normally authorized for one shift only. Detectors must be returned to service at the close of the shift.  Authority to mask single detectors may be given by the site rep or the College shop supervisor. If the masking extends beyond one shift, permission must be given by the College fire alarm technician or Electrical Shop foreman.

Masking of Multiple Smoke Detectors:
Normally authorized for one shift only. Detectors must be returned to service at the close of the shift. Authority to mask multiple detectors must be approved by both the site rep or shop supervisor and the campus fire alarm system technician, or, in his absence, the Electrical Shop foreman. If the masking extends beyond one shift, permission must be given by the Assistant Director of Plant Services, or, in his absence, the Director of Physical Plant.

Disabling of a Segment of the Fire Alarm System During Normal Working Hours: Authorized only if all affected detectors are masked as well. Normally authorized for one shift only. Authority to disable a segment of the fire alarm system must be approved by the site rep or shop supervisor, the campus fire alarm system technician or Electrical Shop foreman, and the Assistant Director of Plant Services, or, in his absence, the Director of Physical Plant.

Disabling of a Segment of the Fire Alarm System After Normal Working Hours: Must be approved by the site rep or shop supervisor, the campus fire alarm technician or Electrical Shop foreman,  the Assistant Director or Director of Plant Services, the Director of Plant Services and the AVP for Facilities and Safety. A finish date and time must be specified. UPD will be notified when this occurs by the office of Facilities and Safety.
Disabling of a Segment of a Suppression System:
Normally approved during normal working hours only.  Approval must be granted by the site rep or requesting site supervisor, the Plumbing Shop supervisor in the case of sprinklers, the campus fire alarm technician or Electrical Shop foreman and the Assistant Director of Plant Services.  If a request is made to extend the disability for longer than a single shift, approval must be given by the above plus the Director of Physical Plant and the AVP for Facilities and Safety. UPD will be notified when this is in effect by the office of Facilities and Safety.

Disabling of a Fire Hydrant:
Approval must be granted by the site rep and plumbing shop supervisor for a single shift. For impairments extending beyond normal working hours, the hydrant must be “collared” and approval must be granted by the Assistant Director of Plant Services.  MOC will notify OFD of all impairments extending beyond a single shift.

Compliance

Compliance with all requirements of the SUNY Oneonta Fire Protection Impairment Program is the responsibility of the permit holder. Failure to follow all procedures may result in the revocation of future permits.
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